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NOTE 1
TITLE FSFCA-XX-1-U DX Cooling LEGEND: NOTES:
FACTORY WIRING L ot <umplicd by ofh
) . Thermostat supplied by others
AUTHOR kig I — ~ 2 MOTOR MODEL ONLY
2. Second motor installed on sizes 12, 16 and 20
FIELD WIRING r only. 2
DATE 05/14/07 L GROUND
= 3.Y and C to condensing unit contactor (24vac)
REVISION 050730007 e FUSE
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