MAC-120HE-3-L Wiring Diagram
380/460-3-50/60

460v-50/60Hz-1Ph 460v-50/60Hz-3Ph
11 12| 113
TX1 TX2 -
° ° To Transformer ICM 325
A 10 24VAC *— |— NOTE 1
\\— s
FSR = ccr o — —
TR-1 S &
—_
11 ® 2 ) e
LA - ./ I lo
EoR ER FR-1 7
° ) [ ]
ES = A i
LPS-1 2 e 12
11 Comp-1
26 L 17 A LT L3
3 4 TR-2 5 CC1
HPS-1 i}_
NOTE 1 IcM™ Coll Sensors 11 2| us i
325
[ 1] E—s|——
FR-1 1
cc2 —— o
T O
x —_
tPs-1 6 DTC-2 L E
11 o
T g 1t ® FR-2
HPS-1 7 8 TR3 9 ge2
Key
Comp-Compressor
CC- Compressor Contactor s
DTC- Digital Temperature Control FR-2 L
FC-Fan Contactor
FM-Fan Motor MAC120He-03-XXX-L Wiring Diagram with LAK
FR- Fan Relay NOTE 1
FS- Flow Switch 1M Terminal Designations M 1 4
FSR- Flow Switch Relay Line 1 480VAC - Motor Common u tl‘aqu_&m
HPS- High Pressure Switch Line 2 120/208/240VAC c!\S
LPS- Low Pressure Switch Motor 2 - Motor Line 2 9
S FMNG oW No eV
PR- Pump Relay 24VAC- 24v control power Drawi by: smi
TR-1- Timing Relay (10 sec. by pass) 51 - Coil Sensor 1 connections MAC120He Ladder Drawing 28
TR-2, TR-3- Off Time Delay Relay 3 min. | s2- coil sensor 2 Connections Date: April 8, 2015 scate NTS I 460v-50/60Hz-3Ph Isnm 10F1

Rev. 2.6



MAC-120HE-3-L Dimensional Drawing
380/460-3-50/60
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