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TITLE MCCW-xx-01 FACTORY WIRING
1. FOR 208v TRANSFORMER POWER
FIELD WIRING CAP OFF RED WIRE AND USE BROWN
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T FUSE 2. 24v TO FAN COIL CONTROLS
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Model MCCW
MODEL A B 2 D E F
04 @mm@ﬁs B43(33.19) | RBO1(31.54) | 247(8.72) 139(5.47) 455{17.91)
06 958(37.72) | R43(33.18) | BO1(31.54) | 47(8.77) 139(5.47) 455{17.81)
(8 058(37.72) | B43(33.19) | 801(31.54) | 247(8.72) 139(5.47) 455{17.81)
10 1238(48.74) | 1123(44.21) | 1081{42.56) | 298(11.73) 189(7.44) 455{17.81)
12 1238(48.74) | 1123(44.21) | 1081{42.56) | 298(11.73) 189(7.44) 503{19.80)
16 1432(56.38) | 1317(51.85) | 1275(50.20) | 349(13.74) | 241(9.49) 503{19.80)
20 1432(56.38) | 1317(51.85) | 1275(50.20) | 348{13.74) | 241(9.49) 503{19.80)




